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INSTALLATION INSTRUCTIONS
INSTRUCTIONS D’INSTALLATION

INSTALLATIE INSTRUCTIES
INSTRUCCIONES DE INSTALACIÓN

INSTALLATIONSANLEITUNG
INSTRUKCJE INSTALACJI

INSTRUÇÕES DE INSTALAÇÃO

Tough Shell Pro

IS 1001

1 Preparation for Installation / Préparation à l’installation n / Voorbereiding voor installatie / Preparación para la
instalación / Vorbereitung für die Installation / Przygotowanie do instalacji / Preparação para instalação /
Preparazione per l’installazione

3

2

1.1

1.2

1.3

1.4

Installation - Corridor Function Sensor / Installation - Capteur de fonction de couloir / Installatie - 
Gangfunctiesensor / Instalación - Sensor de función de pasillo / Installation - Korridor-Funktionssensor / 
Instalacja - Czujnik funkcji korytarza / Instalação - Sensor de função de corredor / Installazione - Sensore di funzione 
del corridoio

Installation - Microwave detector / Installation - détecteur de micro-ondes / Installatie - magnetron detector / 
Instalación - detector de microondas / Installation - mikrowellendetektor / Instalacja - detektor mikrofalowy / 
Instalação - detector de microondas / Installazione - rilevatore di microonde

Order Separately  / Commandez séparément / Apart 
bestellen / Ordene por separado / Separat bestellen 
/ Zamów osobno / Encomendar Separadamente / 

Ordina separatamente

ILBHAA077

2.1

2.2

2.3

2.4

3.1

3.2

Order Separately  / Commandez séparément / 
Apart bestellen / Ordene por separado / 

Separat bestellen / Zamów osobno / 
Encomendar Separadamente / Ordina 

separatamente

ILBHAA076

Sensor Function / Fonction de capteur/ Sensor Functie / Función 
de sensor / Sensorfunktion / Funkcji czujnika / Função de sensor / 

Funzione del sensore

Hold Time Standby Time 5 6 7

5 sec. 0 OFF OFF OFF

30 sec. 1 min. OFF OFF ON

30 sec. 10 min. ON OFF OFF

1 min. 0 OFF ON ON

1 min. 5 min. ON OFF ON

3 min. 10 min. OFF ON OFF

3 min. disabled ON ON OFF

10 min. 0 ON ON ON

Daylight Sensor 1 2

2 LUX ON ON

25 LUX OFF ON

50 LUX ON OFF

disabled OFF OFF

Detection Area 1 2

100% OFF OFF

75% ON OFF

50% OFF ON

25% ON ON
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Sensor Function / Fonction de capteur/ Sensor Functie / Función de sensor / Sensorfunktion / 
Funkcji czujnika / Função de sensor / Funzione del sensore

Installation - emergency module / Installation - module d’urgence / Installatie - noodmodule / Instalación - módulo 
de emergencia / Installation - Notfallmodul / Instalacja - moduł awaryjny / Instalação - módulo de emergência / 
Installazione - modulo di emergenza

A.  1-3 sec. 

B.  >10 sec. 

= 5 sec. EM test

= RESET

MANUAL TEST

4.1
4.2

4.4

4.3

4.5

4.6

4.7

Connection / Lien / Verbinding / Conexión / Verbindung / Połączenie / Conexão / Connessione

MICROWAVE

STANDARD + EM

MICROWAVE + EM

Order Separately  / Commandez séparément / 
Apart bestellen / Ordene por separado / 

Separat bestellen / Zamów osobno / 
Encomendar Separadamente / Ordina 

separatamente

ILBHAA075

Hold Time 3 4 5

5 sec. ON ON ON

30 sec. OFF ON ON

90 sec. ON OFF ON

3 min. OFF OFF ON

20 min. ON ON OFF

30 min. OFF OFF OFF

Daylight Sensor 6 7 8

2 LUX ON ON ON

10 LUX ON ON OFF

30 LUX OFF ON OFF

50 LUX ON OFF OFF

Disabled OFF OFF OFF

Detection Area 3 4 5

100% ON ON ON

75% OFF ON ON

50% ON OFF ON

25% OFF OFF ON

10% OFF OFF OFF

3a 4a



3000K
3000K
4000K
4000K

6000K
6000K

8W8W
12W
12W

16W
16W

36mm

66mm

36mm

100mm80mm

100mm

60mm

Ø6 x 30mm

Ø4.5 x 30mm

Ø4.5 x 30mm

Included / Inclus / Inbegrepen / 
Incluida / Inbegriffen / 

Dołączony / Incluída / Inclusa

Additional Settings - CCT + Power / Paramètres additionnels - CCT + Pouvoir / Aanvullende instellingen - CCT + 
Stroom / Ajustes adicionales - CCT + Fuerza / Zusätzliche Einstellungen - CCT + Leistung / Dodatkowe 
ustawienia - CCT + Moc / Configurações adicionais- CCT + Poder / Altre impostazioni - CCT + Energia

7 Cable Entry Options / Options d’entrée de câble / Opties voor kabelinvoer / Opciones de entrada de cables / 
Kabeleinführungsoptionen / Opcje wejścia kabla / Opções de entrada de cabos / Opzioni di ingresso cavi

Optional / Option / Optioneel / 
Opcional / Opcjonalny / Opzionale

Order Separately  / Commandez séparément / 
Apart bestellen / Ordene por separado / 

Separat bestellen / Zamów osobno / 
Encomendar Separadamente / Ordina 

separatamente

8 Installation / Installation / Installatie / Instalación / Installation / Instalacja / Instalação

7.1

7.2

8.1

8.2

8.3

Optional Fixing Points / Points de fixation optionnels / Optionele bevestigingspunten / Puntos de fijación opcionales / 
Optionale Befestigungspunkte / Opcjonalne punkty mocowania / Pontos de fixação opcionais / Punti di fissaggio opzionali

Included / Inclus / Inbegrepen / 
Incluida / Inbegriffen / 

Dołączony / Incluída / Inclusa
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220-240 VAC

Integral LED is a division of Integral Memory plc:
Unit 6, Iron Bridge Close, Iron Bridge Business Park,

London, NW10 0UF, UK
Integral Europe BV, 2801 DG, NL

Warranty/ Technical
& contact information
are all available at
www.integral-led.com
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10

9 Connection / Lien / Verbinding / Conexión / Verbindung / Połączenie / Conexão / Connessione

10.3

10.1 10.2

10.4

10.5

10.6
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